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STEP 3 - POWERING INSTALLED FIXTURES

REMOVE ACCESS PLATE, ATTACH FEED WHIP
TO ACCESS PLATE AND CONNECT FIXTURE FEED
WIRES TO WHIP.

PUT BACK ACCESS PLATE ONTO FIXTURE.

FEED WHIP
(BY OTHERS)

ACCESS
PLATE

NOTE:
FOR DIMMING BALLAST ONLY
CUSTOMER HAS TO HAS KEEP LAMPS "ON" MINIMUM 100 HOURS
FOR PROPER FULL RANGE DIMMING AND LAMP STABILITY
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